Recently buildings tend to be taller and larger, they are more vulnerable to fire from a fire safety and firefighting capability point of view. In particular, such buildings with a large space could be a smoke spread route during the fire, so that it becomes more difficult to create a fire compartmentation which is one of the important smoke control design concept. Consequentially, it leads to difficulties in smoke control caused by temperature, external wind pressure, building structure and internal air flow.
